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NOT:Su hacmi 500 It 'den kiiglikse sisteme mutlaka Bufer Tank konulmahdir. mSS
BUFER TANK HACMI 1 KW ICIN 5 It'dir. cek valf ND16NW80
Kelebek veya
kiresel vana
Pompa
ND16NW80
@ 100 5 bar monometre
0+50° C %" termostat

SU HACMNIN DUSUK OLMASI DURUMUNDA CHIILLER GRUBUNA BUFER TANKLI TESISAT-POMPA
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